Schematic Wiring Diagram - Pole Base

Alternate hot conductors every other pole if 120 or 277 Volt.

1  #6 GRND.
3  #5
1-1/4" C

- Rod
Ground
#6 GRND
3/4" C

Pole Base Lug
Connection To
Future Connection

208V or 120V or 277V

Wire Joints 
"Scotch Loc"

Fuseholder located
Weatherproof In-Line

In Type HEB

KTK (5amp) Mounted
Bussman Fuse Type

In Hand Hole At
Base Of Pole